Abstract: (1) Background: The application of high insulation to a building envelope helps reduce the heating load, but increases the cooling load. Evaluating the installation of high insulation glazing to buildings in climate zones with four distinct seasons, as in the case of South Korea, is very important; (2) Methods: This study compared the heating energy performance of four types of glazing, inside vacuum double glazing, outside vacuum double glazing, single vacuum glazing, and low-e double glazing, with fixed low-e coating positions on the inside of the room in a mock-up chamber under the same conditions. The annual energy consumption according to the building type was analyzed using a simulation; (3) Results: As the insulation performance of building envelopes has increased, the energy saving rate of inside vacuum double glazing has been increased further in office buildings. In residential buildings, the energy saving rate of inside vacuum double glazing with a low SHGC (solar heat gain coefficient) has become higher than that of outside vacuum double glazing; (4) Conclusions: Since the effects of SHGC on the energy saving rates are greater in high insulation buildings, SHGC should be considered carefully when selecting glazing in climate zones with distinct winter and summer seasons.
Introduction
According to a recent comprehensive study [1] on window systems, 60% of the total energy consumption in a building can be attributed to windows with low thermal performance. The windows currently installed in buildings are low-e windows filled with air or argon that have excellent insulation performance compared to single pane windows. However, the window's U-value of 1.80 W/m 2 ·K [2] , whose performance was obtained by the filling with argon gas, is still not sufficient to meet the requirements for a zero-energy building [3] . Therefore, it is essential to install high-insulating glazing to meet the thermal insulation standards that are being strengthened continuously. High-insulating vacuum glazing was first developed in 1913 [4, 5] , and second-generation vacuum glass, which enables a similar thermal insulation performance to a wall with a U-value of 0.3-0.4 W/m 2 ·K, has recently been developed using a second-generation manufacturing process in a vacuum chamber [6] . Vacuum glazing is divided into first generation and second-generation vacuum glazing according to its manufacturing method. While the first-generation vacuum glazing is made by a method of vacuuming the inside of the glazing through a seal cap, the second-generation vacuum glazing is manufactured in a vacuum chamber. Hence, there is no seal cap, and a vacuum of up to 10 −6 torr can be achieved. Therefore, the second-generation vacuum glazing shows high insulation performance [7] in this study, three 2nd-generation vacuum double glazing units with different compositions and the commonly used low-e double glazing were fabricated and compared.
Existing research on vacuum glazing has focused mainly on the position of the vacuum layer [8] , radius and thermal conductivity of the filler [9] , type of low-e coating and emissivity in the vacuum layer [10] , and the development of sealing materials made of composite materials [11] . As described above, research on vacuum glass has been carried out continuously with a focus on improving the U-value since 2000 [3] .
Recently, research on the building energy performance has been carried out with the increasing demand for vacuum glass in the market. Jang et al. [12] reported that the application of vacuum glass resulted in an energy saving rate of 8.82% compared to the quadruple-paned glazing used in the expanded zone of a balcony. Song et al. [13] reported that vacuum glass showed energy saving effects by reducing the cooling and heating energy consumption by 40% compared to ordinary double glazing, and by 22% compared to low-e double glazing.
Most studies, however, were performed using first generation vacuum glazing, and the location of the low-e layer applied to vacuum glazing was not specified clearly. According to Fang et al. [14] , the U-value of vacuum glazing ranged from 8.2% to 17% depending on the position of the low-e layer. In particular, the differences in the U-value were greater when the emissivity was low. Since the high insulation performance of a building envelope generally causes an increase in cooling load, the annual energy performance changes caused by a higher cooling load should be considered when applying vacuum glass to climatic regions with distinct summer and winter seasons.
Therefore, in this study, when the position of the low-e layer was fixed, the energy performance of the building was verified depending on the position of the vacuum layer. In addition, the influence of the cooling load increase to the total energy consumption was analyzed depending on the type of building. Furthermore, this study investigated the position of vacuum glazing layer suitable for the strengthening of the insulation standard.
For this purpose, a second-generation vacuum glazing to direct the position of the low-e layer to the inside was fabricated and installed in a mock-up chamber designed to have the same thermal conditions. A comparison experiment was then performed on the heating energy consumption. Based on the experimental results, the thermal performance in a building application was analyzed through a simulation. The characteristics of the cooling and heating and the optimal position of the vacuum layer were finally derived for each type of building. Figure 1 is a simplified representation of the technical framework of this study. Existing research on vacuum glazing has focused mainly on the position of the vacuum layer [8] , radius and thermal conductivity of the filler [9] , type of low-e coating and emissivity in the vacuum layer [10] , and the development of sealing materials made of composite materials [11] . As described above, research on vacuum glass has been carried out continuously with a focus on improving the U-value since 2000 [3] .
For this purpose, a second-generation vacuum glazing to direct the position of the low-e layer to the inside was fabricated and installed in a mock-up chamber designed to have the same thermal conditions. A comparison experiment was then performed on the heating energy consumption. Based on the experimental results, the thermal performance in a building application was analyzed through a simulation. The characteristics of the cooling and heating and the optimal position of the vacuum layer were finally derived for each type of building. Figure 1 is a simplified representation of the technical framework of this study. A previous study [15] reported that each chamber of the mock-up in the free-floating air condition was under the same conditions, showing that the mean temperature difference was 0.3 °C during the day and 0.2 °C during the night. Table 1 lists the thermal properties of the mock-up obtained by the experiment. Each room is equipped with an FCU (Fan Coil Unit) connected to a constant temperature water bath. In addition, a radiator and a power analyzer were installed to calculate the heating energy input more precisely, and a controller capable of controlling the radiator to ±0.3 °C was manufactured. To measure the state of the mock-up chamber, the temperature of the central surface of the glazing, indoor temperature, and outdoor temperature were measured using a thermocouple, and the solar radiation was measured using a pyranometer. Table 2 lists the specifications of the measuring device. A previous study [15] reported that each chamber of the mock-up in the free-floating air condition was under the same conditions, showing that the mean temperature difference was 0.3 °C during the day and 0.2 °C during the night. Table 1 lists the thermal properties of the mock-up obtained by the experiment. Each room is equipped with an FCU (Fan Coil Unit) connected to a constant temperature water bath. In addition, a radiator and a power analyzer were installed to calculate the heating energy input more precisely, and a controller capable of controlling the radiator to ±0.3 °C was manufactured. To measure the state of the mock-up chamber, the temperature of the central surface of the glazing, indoor temperature, and outdoor temperature were measured using a thermocouple, and the solar radiation was measured using a pyranometer. Table 2 lists the specifications of the measuring device. A previous study [15] reported that each chamber of the mock-up in the free-floating air condition was under the same conditions, showing that the mean temperature difference was 0.3 • C during the day and 0.2 • C during the night. Table 1 lists the thermal properties of the mock-up obtained by the experiment. Each room is equipped with an FCU (Fan Coil Unit) connected to a constant temperature water bath. In addition, a radiator and a power analyzer were installed to calculate the heating energy input more precisely, and a controller capable of controlling the radiator to ±0.3 • C was manufactured. To measure the state of the mock-up chamber, the temperature of the central surface of the glazing, indoor temperature, and outdoor temperature were measured using a thermocouple, and the solar radiation was measured using a pyranometer. Table 2 lists the specifications of the measuring device. Table 3 lists the thermal and optical performance of each glazing derived using LBNL (Lawrence Berkeley National Laboratory)'s Window 7.4 software (Regents of the University of California, Berkeley, CA, USA). Table 3 lists the thermal and optical performance of each glazing derived using LBNL (Lawrence Berkeley National Laboratory)'s Window 7.4 software (Regents of the University of California, Berkeley, CA, USA). 
Comparative Experiment in the Mock-Up Chamber

Experimental Overview
Comparative Experiment Results
In the experiment, the SVG (single vacuum glazing) and LEG (low-e double glazing) were compared simultaneously to evaluate the insulation performance of vacuum glazing. Figure 4 shows the indoor temperatures and indoor surface temperatures of SVG and LEG in the free-floating state. The room temperature difference between the two rooms was a maximum of 2.8 °C at 6 a.m. The temperature difference during night without the impact of solar irradiance was due to the difference in U-value between the two types of glazing compared, and the insulation performance of SVG was found to be better than that of LEG, even when comparing the U-values calculated using Window 7.4 software. Table 3 lists the thermal and optical performance of each glazing derived using LBNL (Lawrence Berkeley National Laboratory)'s Window 7.4 software (Regents of the University of California, Berkeley, CA, USA). 
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In the experiment, the SVG (single vacuum glazing) and LEG (low-e double glazing) were compared simultaneously to evaluate the insulation performance of vacuum glazing. Figure 4 shows the indoor temperatures and indoor surface temperatures of SVG and LEG in the free-floating state. The room temperature difference between the two rooms was a maximum of 2.8 • C at 6 a.m. The temperature difference during night without the impact of solar irradiance was due to the difference in U-value between the two types of glazing compared, and the insulation performance of SVG was found to be better than that of LEG, even when comparing the U-values calculated using Window 7.4 software. At this time, the maximum difference in the indoor surface temperature was 6.4 • C. The indoor surface temperature is closely related to the MRT (mean radiant temperature) and condensation, and the MRT is one of four indicators for evaluating the indoor comfort. Therefore, the analysis results suggest that the SVG, which maintains a relatively high surface temperature, shows better indoor comfort performance and dew condensation prevention performance than LEG. Figure 5 shows the room temperature and cumulative heating energy consumption at 30 • C under air-conditioned conditions. During the experiment, the accumulated energy consumption of SVG and LEG was 1712 and 2386 Wh, respectively. This is due to the low U-value of the vacuum glazing, and the heat loss of SVG was approximately 28% lower than that of LEG during nighttime in winter. At this time, the maximum difference in the indoor surface temperature was 6.4 °C. The indoor surface temperature is closely related to the MRT (mean radiant temperature) and condensation, and the MRT is one of four indicators for evaluating the indoor comfort. Therefore, the analysis results suggest that the SVG, which maintains a relatively high surface temperature, shows better indoor comfort performance and dew condensation prevention performance than LEG. Figure 5 shows the room temperature and cumulative heating energy consumption at 30 °C under air-conditioned conditions. During the experiment, the accumulated energy consumption of SVG and LEG was 1712 and 2386 Wh, respectively. This is due to the low U-value of the vacuum glazing, and the heat loss of SVG was approximately 28% lower than that of LEG during nighttime in winter. A free-floating experiment of IVG (inside vacuum double glazing) and OVG (outside vacuum double glazing) was performed before comparing the heating energy performance according to the position of the vacuum glazing. At this time, the position of the low-e coating layer was designed to always be located on the inside of the room. Figure 6 presents the room temperature and indoor surface temperature under free floating conditions. The room temperatures of the two chambers were similar during the night but the temperature of the OVG chamber was approximately 1.1 °C higher during the day. A free-floating experiment of IVG (inside vacuum double glazing) and OVG (outside vacuum double glazing) was performed before comparing the heating energy performance according to the position of the vacuum glazing. At this time, the position of the low-e coating layer was designed to always be located on the inside of the room. Figure 6 presents the room temperature and indoor surface temperature under free floating conditions. The room temperatures of the two chambers were similar during the night but the temperature of the OVG chamber was approximately 1.1 • C higher during the day.
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Annual Energy Simulation Analysis
Simulation Overview
The results in Section 3 show only the results for mock-up chambers for simultaneous comparisons, and the experimental period was rather short. This makes it difficult to characterize the entire winter season. Therefore, a simulation was conducted to evaluate the annual cooling and heating energy and determine the characteristics of each building type.
To do this, the mock-up chamber was first simulated and the experimental results were verified. An office building, which is used mainly during the day, and a residential building, which is used mainly during the night, were then simulated.
The simulation model for the experimental verification was based on the EnergyPlus model of a previous study [15] , which precisely simulated the field mock-up. The compared glazing types were analyzed by inputting the spectral data calculated using Window 7.4 software. Figure 8 shows the mock-up chamber implemented in the simulation program. Figures 9 and 10 show the office and residential building models. The total energy consumption of the office buildings from September 2011 to August 2012 was 5566 MWh and, thus, 261.8 kWh/m²·year. This is 1.3% lower than 265.1 kWh/m² year, which is the basic unit of office buildings in the Energy Consumption Survey [16] issued by the Korea Energy Economics Institute during the year.
When it comes to residential buildings for a performance assessment, this study selected the apartment house which showed the highest proportion (approximately 48.1%) of the housing type according to a survey conducted by the National Statistical Office from 2006 to 2016 [17] .
The heating energy consumptions of the selected apartment for simulation and the Energy consumption survey [16] were 199.3 kWh/m²·year measured in 2008-2009 and 193 .1 kWh/m²·year, respectively, which show a 3% difference between them. Therefore, the simulation model is considered representative of residential apartment buildings in Korea. Figures 9 and 10 show the office and residential building models. The total energy consumption of the office buildings from September 2011 to August 2012 was 5566 MWh and, thus, 261.8 kWh/m 2 ·year. This is 1.3% lower than 265.1 kWh/m 2 ·year, which is the basic unit of office buildings in the Energy Consumption Survey [16] issued by the Korea Energy Economics Institute during the year.
The heating energy consumptions of the selected apartment for simulation and the Energy consumption survey [16] were 199.3 kWh/m 2 ·year measured in 2008-2009 and 193 .1 kWh/m 2 ·year, respectively, which show a 3% difference between them. Therefore, the simulation model is considered representative of residential apartment buildings in Korea. The heating energy consumptions of the selected apartment for simulation and the Energy consumption survey [16] were 199.3 kWh/m²·year measured in 2008-2009 and 193 .1 kWh/m²·year, respectively, which show a 3% difference between them. Therefore, the simulation model is considered representative of residential apartment buildings in Korea. The heating energy consumptions of the selected apartment for simulation and the Energy consumption survey [16] were 199.3 kWh/m²·year measured in 2008-2009 and 193 .1 kWh/m²·year, respectively, which show a 3% difference between them. Therefore, the simulation model is considered representative of residential apartment buildings in Korea. This study analyzed only the reference floor of the simulation model. The boundary conditions of the ceiling and floor were set as adiabatic, assuming that the upper and lower floors were operated at the same temperature and according to the same schedule. Table 4 lists the input variables for office and residential buildings. Each input variable was entered based on the drawing. The standard weather data used in the simulation is an IWEC (International Weather for Energy Calculations) in Inchon, South Korea. Korea is located at latitude between 33 and 43 • N, with a mild climate and monthly characteristics of the weather are shown in Table 5 . Figure 11 presents the monthly heating energy consumption of mock-up chambers, where SVG and LEG were applied. In winter, the energy saving rates of SVG compared to LEG were 27%, 34%, and 34% in January, February, and December, respectively. The annual heating energy demands were 279 and 417 kWh for SVG and LEG, respectively; SVG had an annual energy saving rate of 33.1% compared to LEG. Figure 12 presents the monthly heating energy requirements of the mock-up chamber with OVG and IVG. In January, February, and December corresponding to the winter season, the application of OVG resulted in energy savings of 5%, 10%, and 9%, respectively, compared to IVG. The annual heating energy consumption was 299 and 327 kWh for OVG and LEG, respectively; OVG showed an annual energy saving rate of 8.5% compared to IVG. Figure 12 presents the monthly heating energy requirements of the mock-up chamber with OVG and IVG. In January, February, and December corresponding to the winter season, the application of OVG resulted in energy savings of 5%, 10%, and 9%, respectively, compared to IVG. The annual heating energy consumption was 299 and 327 kWh for OVG and LEG, respectively; OVG showed an annual energy saving rate of 8.5% compared to IVG. Figure 12 Figure 13 compares the heating energy saving rates in January, November, and December with the heating energy savings obtained from the experimental results. The experimental results were all within the standard deviation of the simulation. Therefore, the spectral data of the glazing types entered in the simulation were considered to simulate the actual product and applied to office and residential buildings for comparative analysis. Figure 13 compares the heating energy saving rates in January, November, and December with the heating energy savings obtained from the experimental results. The experimental results were all within the standard deviation of the simulation. Therefore, the spectral data of the glazing types entered in the simulation were considered to simulate the actual product and applied to office and residential buildings for comparative analysis. Figure 14 shows the annual cooling and heating energy consumption of the office buildings according to the simulation. Generally, as the insulation performance of glazing increases, the cooling energy consumption also increases. Figure 14 shows the annual cooling and heating energy consumption of the office buildings according to the simulation. Generally, as the insulation performance of glazing increases, the cooling energy consumption also increases. Figure 14 shows the annual cooling and heating energy consumption of the office buildings according to the simulation. Generally, as the insulation performance of glazing increases, the cooling energy consumption also increases. On the other hand, in the case of IVG and OVG, which is composed of a multi-layer structure with three sheets of glazing, the cooling energy consumption did not increase significantly because the SHGC was reduced by the multi-layer structure.
Simulation Result
Compared to the cooling energy consumption in the case of LEG, the cooling energy consumption was increased by 2%, 6%, and 4% for IVG, SVG, and OVG, respectively. On the other hand, heating energy consumption was reduced by 11%, 15%, and 13% for IVG, SVG, and OVG, respectively, compared to the value for LEG. In the total energy consumption for cooling and heating, IVG showed the highest saving rate of 3.6% compared to LEG, followed by OVG with 3.3% and SVG with 2.7%.
An analysis of the position of the vacuum layer showed that it is advantageous for saving energy to place the vacuum layer on the indoor side in an office building. This is because IVG has a similar U-value to OVG, but a relatively lower SHGC. On the other hand, in the case of IVG and OVG, which is composed of a multi-layer structure with three sheets of glazing, the cooling energy consumption did not increase significantly because the SHGC was reduced by the multi-layer structure.
An analysis of the position of the vacuum layer showed that it is advantageous for saving energy to place the vacuum layer on the indoor side in an office building. This is because IVG has a similar U-value to OVG, but a relatively lower SHGC.
As a result, in office buildings, where the proportion of cooling and heating requirements are similar, the high thermal insulation function of vacuum glazing does not show a significant energy saving effect because it has different effects on the energy consumption in summer and winter. Figure 15 shows the annual cooling and heating energy consumption of residential buildings analyzed by simulations. IVG, SVG, and OVG showed 10%, 30%, and 20% higher cooling energy consumption, respectively, than LEG. On the other hand, the heating energy consumption of IVG, SVG, and OVG was reduced by 17%, 24%, and 21%, respectively, compared to LEG. As a result, in office buildings, where the proportion of cooling and heating requirements are similar, the high thermal insulation function of vacuum glazing does not show a significant energy saving effect because it has different effects on the energy consumption in summer and winter. Figure 15 shows the annual cooling and heating energy consumption of residential buildings analyzed by simulations. IVG, SVG, and OVG showed 10%, 30%, and 20% higher cooling energy consumption, respectively, than LEG. On the other hand, the heating energy consumption of IVG, SVG, and OVG was reduced by 17%, 24%, and 21%, respectively, compared to LEG. Although the increase rate of cooling energy consumption is similar to the reduction rate of heating energy consumption, heating energy consumption accounts for approximately 72% of the total energy consumption in residential buildings. Therefore, OVG, SVG, and IVG showed a 12.2%, 12.2%, and 11.4% lower total energy consumption, respectively, than LEG because of the total Although the increase rate of cooling energy consumption is similar to the reduction rate of heating energy consumption, heating energy consumption accounts for approximately 72% of the total energy consumption in residential buildings. Therefore, OVG, SVG, and IVG showed a 12.2%, 12.2%, and 11.4% lower total energy consumption, respectively, than LEG because of the total energy consumption of residential buildings with a high proportion of heating energy.
A comparison of the energy saving performance according to the position of the vacuum layer in the residential building showed that it is advantageous to place the vacuum layer on the outdoor side. This is because in residential buildings with a high heating energy consumption, it is advantageous to install glazing with a high SHGC to collect solar radiation in winter.
In particular, when SVG is applied, the annual cooling/heating energy consumption was calculated to be 3796 kWh, which was the same as in the case of applying OVG. SVG has a higher U-value than IVG or OVG, but a high SHGC, which is advantageous during winter.
As a result, it is important to maintain a high SHGC and a low U-value in residential buildings with a large heating demand ratio.
The commercial and residential buildings used in the simulations maintain a U-value at the time of construction, so they do not clearly indicate the thermal properties of vacuum glazing according to the continuously strengthened insulation standards. Therefore, the energy consumption was estimated according to the change in the U-value of the building envelope. Figure 16 and Table 6 present an estimation of the energy consumption of an office building according to the change in U-value. In office buildings, which are used mainly during the daytime and have high cooling energy consumption, installing the IVG with a low SHGC results in the highest energy saving rate when the U-value of the building envelope is low. In particular, as the U-value of building envelope is lowered, the energy savings rate due to IVG application is also higher. Figure 17 and Table 7 show the results of an analysis of residential buildings. Since residential buildings are used mostly at night and have a high heating requirement, a high SHGC is required along with a low U-value under the insulation conditions of building envelopes, such as the insulation level of existing residential buildings. On the other hand, according to the analysis results, if the U-value of building envelopes is lower than a certain level, as in newly-built residential buildings, the application of IVG with a low SHGC will produce the largest reduction in energy requirement, as in office buildings.
Currently, there are no clear legal standards for SHGC in South Korea. The window certification system for energy efficiency gives a higher rating to windows with a lower U-value. On the other hand, as shown in the results of this study, because windows have both thermal and optical properties, both SHGC and the U-value of windows should be considered to achieve better energy savings in climate zones with distinct winter and summer seasons. In addition, the effect is greater as the insulation of the building is strengthened. 
Discussion and Conclusions
In this study, the energy performance of second-generation vacuum glazing in the climate zone of Korea with distinct summer and winter seasons was analyzed. Experiments and simulations were carried out on the energy performance of a building according to the change in the vacuum layer position of the double-layer vacuum glazing, with the position of the low-e coating being fixed on the inside.
Short-term experiment in the mock-up chamber showed that single vacuum glazing decreased in heating energy consumption by 28% and showed 6.4 • C lower indoor surface temperature as compared to low-e double glazing. Therefore, it was proved that the application of vacuum glass in winter is more advantageous than the conventional glass in terms of building energy and thermal comfort.
Regarding to the performance in summer, while single vacuum glazing in the residential building showed a cooling energy increase of 279 kWh (30%) compared to low-e double glazing, the heating energy was reduced by 809 kWh (24%). Thus, total cooling and heating energy was finally reduced by about 12%. However, the heating and cooling energy consumption was decreased by 2.7% for the office building.
In other words, the vacuum glazing has a great effect on the heating energy saving in a mild climate, which has summer and winter seasons, and this indicates the need to consider an increase in cooling energy consumption. Therefore, it is necessary to examine the use of the building and the proportion of heating and cooling energy consumption.
According to the simulation results, when considering the application of vacuum glazing, inside vacuum glazing, which decreases the cooling load in summer, is advantageous for cooling-dominated buildings, such as commercial buildings. On the other hand, outside vacuum glazing was found to be favorable for residential buildings. Henceforward, if the thermal performance of the envelope in residential buildings continuously increases, outside vacuum glazing will be advantageous. These results are associated with the SHGC, which should be taken into consideration in window selection in climate zones with distinct winter and summer seasons. In addition, the impact of SHGC on the building energy consumption becomes greater as the building becomes more insulated.
It is clear that vacuum glass whose insulation performance is similar to that of a wall is one of the necessary elements for achieving a zero energy building. However, high insulation is a direct cause of the cooling energy increase in summer, so the unconditional strengthening of insulation standards is not the answer to energy saving. As shown in the results of this paper, careful examination is needed to achieve the optimal energy saving according to the type of building and the thermal performance of the envelope. In particular, the criteria for SHGC should be made urgently and this should also be a flexible standard for building types, not simply high or low.
